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GT065AB Air Leakage Testing

8-Aug-12

No Grommet (Open Hole) Grommet Only (No cables) 1 x 3/8" Power Cable 1 x 3/4" Electrical Conduit 23 °C

Static P 
(in. H2O) GT065 AB GT065 AB GT065 AB GT065 AB 44 %RH

0.05 166.4 1.6 1.9 1.9 998 kPa

0.1 251.0 1.9 2.2 3.0 0.06 Offset

0.15 317.0 2.2 2.7 3.7 0.7" Nozzle (DUT)

0.2 370.4 3.0 3.2 4.2 2 x 2" Nozzle (Open Hole)

0.25 380.6 3.2 3.5 4.6 2 x 2" + 1 x 1.6" Nozzle (Open Hole, 0.25" H20)
Cubic Feet per Minute at Standard Air Conditions
20°C/68°F, 50% RH, 101.325 kPa/14.696psi

SCFM
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GT065 AB Airblock Grommet 
Air Leakage 

Grommet Only (No cables) 
1 x 3/8" Power Cable 
1 x 3/4" Electrical Conduit 
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